Data Kiki Building: Floor: 5 Date 07/15/04
Collected Muse Sampled:
By:
PERIOD 1 PERIOD
I
Sample Site Room Room Room Room Room| Room Room Room Room Room Room Room Room Room Room Room
5342 5358 5504 5637 5152 5105 5836 5853 5342 5358 5504 5637 5152 5105 5836 5853
Time 08:45 08:47 08:50 08:53 08:45 08:47 08:49 08:52 12:59 01:02 01:04 01:07 12:58 01:01 01:04 01:06
Temperature | 727 714 714 71.8 729 729| 72.7 73.6 725 725|739 72.6 72.1 72.3 73.2 734
Relative 57.4 54.3 54.6 522 55.1 52.7 52.1 51.0 51.4 50.4 49.5 50.1 53.5 51.5 50.0 50.0
Humidity
Carbon 435 435 412 376 540 500 491 481 496 489 555 509 721 753 562 582
Dioxide
Carbon 1.0 1.0 1.2 0.0 0.0 0.0 0.0 0.0 3.2 3.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample | MEA-3-5- MEA-3-| MEA-3-| MEA-3-
# 01 5-02 5-03 ] 5-04
Results in 47 12 82 24
CFU/m3
Notes
Data Kike Building: Floor: 4 Date 07/15/04
Collected Muse Sampled:
By:
PERIOD 1
Sample Site Room Room Room Room Room| Room Room Room Room Room Room Room Room Room Room Room
4350 4527 4641 4636 4230 4131 4867 4853 4350 4527 4641 4636 4230 4131 4867 4853
Time 08:57 09:00 09:02 09:05 08:58 09:00 09:03 09:05 01:15 01:18 01:21 01:24 01:10 01:13 01:15 01:17
Temperaturel 71.8 | 71.6 | 71.6 | 723 | 72.7| 7344| 73.0 | 73.2 | 72.7 | 72.0 | 72.9 | 71.6 | 7240| 72.0 | 72.7 | 73.2 |
Relative 493 49.5 49.4 48.9 49.7 47.9 47.6 46.6 47.2 47.1 472 48.9 48.5 48.5 48.0 46.9
Humidity
Carbon 387 406 396 395 525 473 483 476 598 593 612 558 563 567 600 609
Dioxide
Carbon 1.2 1.1 1.1 0.8 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample | MEA-3-4-| MEA-3-| MEA-3- [ MEA-3-
# 01 4-02 4-03 1 4-04
Results in 12 24 24 35

CFU/m3
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